


OHA - Drinking Water Program - Surface Water Quality Data Form WIP-: A
:":::;“ Netarts Water District ID#: 41 00556  Month/Year: Oct-21 ZZLZ“[ZZ 0.5
MO T, —
[ppm ormg/L] | [minutes] CXT [°C] formula | Yes/No [GPM]
1 8:30 0.77 140 107.8 12.8 7.41 17.9 YES 161
2 8:30 0.79 140 110.6 12.8 7.48 18.4 YES 179
3 8:30 1.07 140 149.8 12.7 7.58 19.8 YES 208
4 8:30 0.93 140 130.2 12.5 7.54 19.5 YES 150
5 8:30 0.84 140 117.6 12.5 7.60 19.7 YES 143
6 8:30 0.86 140 120.4 12.4 7.64 20.3 YES 148
7 8:30 0.83 140 116.2 12.3 7.66 20.5 YES 146
8 8:30 0.97 140 135.8 12.3 7.68 21.0 YES 180
9 8:30 0.94 140 131.6 12.3 7.66 20.8 YES 191
10 8:30 0.95 140 133.0 12.1 7.68 21.2 YES 196
1 8:30 1.05 140 147.0 12.0 7.70 21.7 YES 143
12 8:30 0.98 140 137.2 11.9 7.61 21.0 YES 124
13 8:30 1.08 140 151.2 11.7 7.58 21.3 YES 135
14 8:30 0.92 140 128.8 11.8 7.60 21.0 YES 137
15 8:30 0.94 140 131.6 11.9 7.59 20.8 YES 155
16 8:30 0.83 140 116.2 11.9 7.63 20.8 YES 169
17 8:30 0.78 140 109.2 12.3 7.47 191 YES 202
18 8:30 0.88 140 123.2 12.0 7.49 19.8 YES 142
19 8:30 0.95 140 133.0 11.9 7.61 21.0 YES 131
20 8:30 1.05 140 147.0 11.8 7.60 21.3 YES 136
21 8:30 0.96 140 134.4 12.0 7.46 19.8 YES 139
22 8:30 0.87 140 121.8 121 7.41 19.1 YES 152
23 8:30 0.86 140 120.4 12.1 7.50 19.7 YES 159
24 8:30 0.84 140 117.6 12.3 7.35 18.4 NO 181
25 8:30 0.87 140 121.8 12.2 7.31 18.4 NO 125
26 8:30 0.83 140 116.2 12:3 7.40 18.7 YES 115
27 8:30 0.87 140 121.8 12.3 7.32 18.3 NO 120
28 8:30 0.98 140 137.2 12.3 7.41 19.1 YES 132
29 8:30 0.83 140 116.2 12.2 7.43 19.0 YES 139
30 8:30 0.86 140 120.4 12.0 7.44 194 YES 152
31 8:30 0.97 140 135.8 12.1 7.46 19.7 YES 180

3 If Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.
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